RADIANT SLAB INSULATION POLICY

FOR MORE INFORMATION VISIT THE CDS WEBSITE AT: WWW.CO.KITTITAS.WA.US/CDS

A slab that contains radiant heat must be insulated under the entire slab with a minimum of R-10 insulation.

The entire area of a radiant slab shall be thermally isolated from the soil with a minimum of R-10 insulation (WSEC 502.1.4.9).

DATE: 03/14/12

BUILDING OFFICIAL: K. Holm