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To:  All Staff 
From:  Environmental Health 
Date:  9/14/2026 
Subject: SP-26-00009 Boitano  
 
Drinking Water • An Adequate Water Supply Determination is required for the 

proposed short plat pursuant to KCC 13.35.020(2).  
• The preliminary plat identifies the source of water as a shared 

well. The proposed shared water system must meet the 
requirements of KCC 13.35.060, including a valid Shared Well 
Users Agreement and documentation demonstrating adequate 
water quality and quantity.  

• The existing well must maintain the required 100-foot Water 
Supply Protection Zone. During the previous well site inspection, 
the existing barn was measured at approximately 99 feet from the 
well head. The portion of the barn within the 100-foot protection 
zone will need to be relocated, rebuilt, or otherwise modified to 
provide the required separation. 

Wastewater • Soil logs must be completed for each proposed lot.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 


